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Rear Cable Management
Tray

Order No. Description

25.80410 Rear Cable Management Tray (3 per box)
PARTS LIST
+(3) Cable Management Trays
+(9) Velcro Tie Wraps

Rear Cable Managment Tray Dimensions:

15Hx55Wx3.25D

(13mm x 140mm x 83mm)

Step 1 Step 3

Terminate wires on the patch panel IDCs allowing sufficient slack for routing cable into the Route cables back from the IDCs into the cable tray (referring to the illustration here).
cable management tray.

Step 2

Insert tray just below cable, so that cable will rest on the top of the tray. Affix the tray to
the panel using the slots on each side of the channel grouping.

Back View Section of IDC Panel

Top IDCs removed for
illustration purposes
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Tray attaches to panel here <

Incoming Cable i
Y Velcro Tie Wraps KATT Connectors
NOTE:
Molex Premise Networks recommends testing circuits prior to installation of the
Rear Cable Management Tray.
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