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INSTALLATION INSTRUCTIONS Surface Mount Box
PowerCat 5e and 6
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1. Remove Lid
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INSTALLATION INSTRUCTIONS Surface Mount Box
PowerCat 5e and 6
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To ensure correct cable bend radius, dress cable over the
cable management saddle as shown

Cable management saddle

B

A

Shielded Cable can only be dressed
horizontally

C Shielded Connector
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