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MOLEX PREMISE NETWORKS

INSTALLATION INSTRUCTIONS 24 Port Shielded Patch
Panel (System 2
PowerCat C5E)

100 mm
*

* Drain Wire
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4)

2)

WRAP FOIL AROUND CABLE

3)

5)

The information in this document is subject to change without notice and should not be construed as a commitment by Molex Premise Networks.  Molex Premise Networks assumes no responsibility for any errors that may appear on this document.
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INSTALLATION INSTRUCTIONS Shielded Patch Panel

GB Jack Pin

white/blue 5

blue 4

white/orange 1

orange 2

white/green 3

green 6

white/brown 7

brown 8

drain wire                          Shield

GB Jack Pin

white/blue 5

blue 4

white/green 1

green 2

white/orange 3

orange 6

white/brown 7

brown 8

drain wire                           Shield

F D E NL

blanc/bleu weiß/blau blanco/azul wit/blauw

bleu blau azul brau

blanc/vert weiß/grun blanco/verde wit/groen

vert grun verde groen

blanc/orange orange/weiß blanco/naranje wit/oranje

orange orange naranje oranje

blanc/marron weiß/braun blanco/marron wit/bruin

marron braun marron bruin

* * * *

F D E NL

blanc/bleu weiß/blau blanco/azul wit/blauw

bleu blau azul brauw

blanc/orange weiß/orange blanco/naranje wit/oranje

orange orange naranje oranje

blanc/vert weiß/grun blanco/verde wit/groen

vert grun verde groen

blanc/marron weiß/braun blanco/marron wit/bruin

marron braun marron bruin

* * * *

568A

568B
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